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7.1.6  

 

Quality audits on Environment and energy are regularly undertaken by the institution 

Claimed Points: HEI Has claimed 4 as below. 

 

Green audit 

 

Claimed 

Energy Audit Claimed 

Environment Audit Claimed 

Clean and green campus recognition awards Not Claimed   

Beyond the campus environmental 

promotion activities 

Claimed 
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DESCRIPTION 
MAIN 

R Y B N

V(L) 418 417 420  

V (Ph) 243 238 243  

AMP. 40.28 31.37 23.44 22.80 

Hz 50.11 

KW 8.89 6.92 4.93  

KVAR 2.42 2.32 2.86  

KVA 9.25 7.33 5.72  

P.F 0.95 0.93 0.95  

%V 4.2 4.1 3.8 

%A 16.03 9.96 32.05 
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DESCRIPTION 
MAIN 

R Y B N

VOLT 236 239   

AMP. 2.2 1.4   

KW 0.44 0.33   

KVAR 0.31 0.11   

KVA 0.53 0.34   

P.F 0.82 0.94   

%V 3.7 4.0 

%A 47.0 22.7 

DESCRIPTION 
MAIN 

R Y B N

VOLT 236 236 250  

AMP. 2.2 0.8 4.9  

KW 0.40 0.04 0.94  

KVAR 0.34 0.18 0.75  

KVA 0.52 0.18 1.20  

P.F 0.76 0.24 0.79  

%V 3.8 3.7 3.8 

%A 42.9 58.9 43.2 

DESCRIPTION 
MAIN 

R Y B N

VOLT   248  

AMP. 0 0 3.8  

KW   0.81  

KVAR   0.49  

KVA   0.94  

P.F   0.85  

%V   3.8  

%A   47.7  
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DESCRIPTION 
MAIN 

R Y B N

VOLT 236 238   

AMP. 7 1.6 N.A  

KW 1.54 0.13   

KVAR 0.55 0.35   

KVA 1.65 0.38   

P.F 0.97 0.35   

%V 3.8 3.7   

%A 19.9 15.8   

DESCRIPTION 
MAIN 

R Y B N

VOLT 237 236   

AMP. 1.5 0.6 N.A  

KW 0.33 0.04   

KVAR 0.07 0.14   

KVA 0.34 0.14   

P.F 0.97 0.31   

%V 3.8 3.8   

%A 16.3 11.1   

DESCRIPTION 
MAIN 

R Y B N

VOLT 237 236 244  

AMP. 7.2 12.9 2.7  

KW 1.60 2.96 0.50  

KVAR 0.61 0.99 0.45  

KVA 1.71 3.11 0.67  

P.F 0.93 0.93 0.74  

%V 3.8 4 3.8  

%A 22.1 19.8 71.1 
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DESCRIPTION 
MAIN 

R Y B N

VOLT 240 240 245  

AMP. 1.1 8.3 0.6  

KW 0.22 1.98 0.12  

KVAR 0.12 0.34 0.05  

KVA 0.25 1.99 0.14  

P.F 0.86 0.98 0.91  

%V 4.1 4.5 3.8  

%A 13.3 21.6 12.3  

DESCRIPTION 
MAIN 

R Y B N

VOLT 246 243 247  

AMP. 8.9 2.4 2.9  

KW 2.09 0.50 0.60  

KVAR 0.46 0.32 0.36  

KVA 2.14 0.60 0.69  

P.F 0.97 0.84 0.85  

%V 4.3 4.3 3.9  

%A 23.7 28.7 46.9  

DESCRIPTION 
MAIN 

R Y B N

VOLT 241 250 249  

AMP. 15 4 2.9  

KW 3.40 0.41 0.07  

KVAR 1.25 0.90 0.73  

KVA 3.63 0.99 0.73  

P.F 0.93 0.41 0.10  

%V 4.4 5.2 3.9  

%A 23.1 20.7 23.9  
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DESCRIPTION MOTOR (3-4 HRS) 

VOLT 423

AMP. 10.2 

KW 5.30 

KVAR 5.27 

KVA 7.46 

P.F 0.70 

%V 4.4

%A 4.6

DESCRIPTION MAIN 

VOLT 241

AMP. 8

KW 1.64 

KVAR 0.96 

KVA 1.85 

P.F 0.86 

%V 3.1

%A 59.2 

DESCRIPTION MAIN 

VOLT 238

AMP. 12.5 

KW 2.71 

KVAR 1.23 

KVA 2.90 

P.F 0.91 

%V 4.3

%A 34.2 
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DESCRIPTION MAIN 

VOLT 232

AMP. 5.7

KW 1.29 

KVAR 0.33 

KVA 1.34 

P.F 0.96 

%V 3.7

%A 27.6 

DESCRIPTION MAIN 

VOLT 239

AMP. 4.3

KW 0.99 

KVAR 0.33 

KVA 1.1

P.F 0.94 

%V 3.6

%A 26.4 

DESCRIPTION QUANTITY 

LED LIGHTS (15 W) 550 NOS. 

LED TUBE LIGHT (18 W) 180 NOS. 

FAN 220 NOS. 

AC (1.5 TON) 50 NOS. 

CASSETE AC (2 TON) 7 NOS. 

HALOGEN 37 NOS. 

43



44



45



46



47



48



49



50



51



52



53



54



55



56



57



58



59



60



61



 
 

 
 
 
 
 
 
 
 
 
 
 
 

62



 
 

63



 

 

64

DELL
Typewritten Text
BEYOND THE CAMPUS ENVIRONMENT PROMOTION ACTIVITY   

DELL
Typewritten Text



        
 

         
 

 

65



 
 

 
 
 
 
 

66



 
 

 
 
 

67



 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

68



69



70



71



72



73


